MULTIPLEXER LOCATED HERE

NOTES:

1. SUB—PANEL TO BE PAINTED WHITE ENAMEL
2. REFER TO L—8701G FOR ITEM IDENTIFICATION.

3. MAINTAIN SAFE DISTANCE OF ALL COMPONENTS FROM PANEL HEATER.
4. REFER TO L—-8701N FOR MULTIPLEXER DETAIL.
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